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Prident A/C Systems LLC

9813 Laurel St.

Fairfax, VA 22032

Our Reference: NC9306 / 06CA55974

Subject: Report Of Surface Burning Characteristics. and Thermal Resistance
Tests On Samples As Submitted By Prident A/C Systems LLC

This is a Report summarizing the results of tests conducted under the Commercial Inspection
and Testing Services (CITS) program identified as Assignment No. 06CA55974.

GENERAL:
The results relate only to items tested.
SAMPLES:

The samples utilized in this investigation were neither prepared nor selected by a Laboratories'
representative such that no verification of composition can be provided.

Sample Description
System

ASPEN XPE Cross-linked Polyethylene Insulation, 12.5 mm thick, gray

UL723
METHOD:
Each test was conducted in accordance with Standard ANSI/UL723, ninth edition, dated
August 29, 2003, "Test for Surface Burning Characteristics of Building Materials" (ASTM
Eg4).

The test determines the Surface Burning Characteristics of the material, specifically the flame
spread and smoke developed indices when exposed to fire.


















